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FLOOR PLAN KEY:

DURESS ALARM

e PROVIDE 300 WIRELESS DURESS ALARM
BUTTONS FOR THE ENTIRE CAMPUS -—
COORDINATE INSTALLATION LOCATIONS WITH
OWNER

e INSTALL CENTURIAN WIRELESS RECEIVER IN
SECURITY CLOSET IN EACH BUILDING

e CONNECT RECEIVER TO A 110V OUTLET

e CONNECT TO SECURITY NETWORK SWITCH
W/ CAT 6 CABLING

e Dm@mmm CONTROL

e NEW ACCESS CONTROLS ON EXIST. DOOR -
SEE DOOR SCHED. ON SHEET A111 FOR
NEW HARDWARE

e SEE WIRING DIAGRAM ON SHEET A111 FOR

HARDWARE CONNECTIONS
[~ 4 @ EXISTING
« EXISTING ACCESS CONTROLS TO REMAIN

« RELOCATE EXIST. ACCESS CONTROLLER AND
m POWER SUPPLIES TO SECURITY CLOSET
DOOR CONTACT
® « INSTALL DOOR CONTACT AT DOOR FRAME
HEAD
- e CONNECT DOOR CONTACT TO INPUT
MODULE LOCATED IN THE SECURITY CLOSET
. « CONNECT MODULE TO DOOR ACCESS
I CONTROLLER

I

[
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SECURITY CLOSET

NEW

O — ]u | o INSTALL POWER SUPPLIES IN THE CLOSET

3 w ﬁ m FOR ACCESS CONTROLS — CONNECT TO
= O] - [0 | . EMERGENCY POWER

;@— e INSTALL MERCURY BOARD ACCESS

CONTROLLERS
e INSTALL CENTURIAN WIRELESS RECEIVER

O = AND CONNECT TO EMERGENCY POWER
] « INSTALL SECURITY NETWORK PoE SWITCH
w . AND CONNECT TO EMERGENCY POWER
. « EXTEND AND HARDWIRE ALL DEVICES TO
I NEAREST 120V EMERGENCY PANELBOARD
—— : (INDICATED WITH A *). PROVIDE 2) 1P—20A
i I CIRCUIT BREAKERS
u : « SEE WIRING DIAGRAM ON A111 FOR
| T dr 4 5 Lu__ HARDWARE CONNECTIONS

| e INSTALL ALL HARDWARE INSIDE A WALL
— ﬁ MOUNTED LOCKABLE NETWORK CABINET

T

EXISTING
@ u __ e INSTALL SECURITY NETWORK PoE SWITCH

AND CONNECT TO EMERGENCY POWER
e CONNECT EXIST. ACCESS CONTROLLERS TO
m SECURITY NETWORK SWITCH
@ __ e CONNECT EXIST. ACCESS CONTROLLER AND
EXIST. POWER SUPPLY TO EMERGENCY
] POWER
__ e INSTALL CENTRURIAN WIRELESS RECEIVER
) AND CONNECT TO EMERGENCY POWER
; EXTEND AND HARDWIRE DEVICES TO
__ NEAREST 120V EMERGENCY PANELBOARD
) (INDICATED WITH A *). PROVIDE 2) 1P—20A
) CIRCUIT BREAKERS
e SEE WIRING DIAGRAM ON A111 FOR
O 0 HARDWARE CONNECTIONS
__ e INSTALL ALL HARDWARE INSIDE A WALL
MOUNTED LOCKABLE NETWORK CABINET

73
il
- —
A

BLDG 3
FIRST FLOOR

F4/A104

N/

= CAMERAS
. DL 1 NEW
© . e PELCO SPECTRA IV PTZ IP CAMERAS
__ e  MOUNT CAMERAS TO THE CEILING
: e CONNECT CAMERAS WITH CAT 6 CABLING
. BACK TO THE SECURITY NETWORK SWITCH

[ IN THE SECURITY CLOSET
i 7] EXISTING
__ e EXISTING CAMERA TO REMAIN
; e WHERE APPLICABLE RELOCATE EXISTING

CAMERA VIDEO ENCODER TO NEAREST
__ SECURITY CLOSET
: RECONNECT CAMERA AND/OR VIDEO
ENCODER TO SECURITY NETWORK SWITCH IN
THE SECURITY CLOSET.
REPLACED
H e REPLACE EXISTING CAMERA WITH PELCO

: SPECTRA IV PTZ IP CAMERA

e CONNECT CAMERA TO THE SECURITY

NETWORK SWITCH IN THE SECURITY CLOSET
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BLDG 49
FIRST FLOOR
F1/A104

F1 BLDG 9 - FIRST FLOOR F3 BLDG 9 — SECOND FLOOR F6 BLDG 9 — THIRD FLOOR
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one foot

one eighth inch
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